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ROOF COMPOSITION NOTES
1. ROOF SYSTEM #1:

- SLOPED STRUCTURE
- STRUCTAL METAL ROOF DECK RE: STRUCT. DWGS.
- R-20 RIGID INSULATION
- 5/8" DENS DECK PRIME COVER BOARD
- MODIFIED BITUMEN ROOF SYSTEM

2. ROOF SYSTEM #2:
- STRUCTURAL TRUSSES RE: STRUCT. DWGS.
- R-38 BATT INSULATION
- 3/4" PLYWOOD SHEATING
- SYNTHETIC SHEET UNDERLAYMENT
- ASPHALT SHINGLES

ROOF PLAN GENERAL NOTES
1. ALL DRAWINGS ARE GRAPHIC REPRESENTATIONS OF

APPROXIMATE LOCATIONS OF MATERIALS. IT IS THE
CONTRACTORS RESPONSIBILITY TO FIELD VERIFY ALL
CONTRACTORS PRIOR TO THE COMMENCEMENT OF WORK.

2. REFER TO THE ARCHITECTURAL, STRUCTURAL, MECHANICAL AND
PLUMBING DRAWINGS FOR LOCATIONS OF ALL ROOF
PENETRATIONS. PROVIDE FRAMING AS REQUIRED.

3. CONTRACTOR SHALL PAINT ALL ROOF FASTENERS EXPOSED TO
VIEW AT UNDERSIDE OF DECK TO MATCH.

4. WORK AREAS SHALL BE MAINTAINED AND ALL WORK AREAS
SHALL BE BROOM CLEAN AT THE END OF EACH DAY.

5. ALL WOOD BLOCKING USED SHALL BE PRESSURE TREATED.
6. THE CONTRACTOR SHALL BE RESPONSIBLE FOR INSTALLING ALL

ROOF DRAINS AND CUTTING THE HOLES IN THE DECK FOR ANY
DRAINS AND PROVIDING ANGLE STRUCTURAL SUPPORTS.

7. THE ROOF ELEVATIONS SHOWN ON THE PLAN ARE SHOWN TO
ESTABLISH RELATIVE HEIGHTS OF THE INDIVIDUAL ROOFS.

8. NO WEEP HOLES SHALL BE COVERED OR PLUGGED AS A RESULT
OF THE ROOFING WORK, UNLESS OTHERWISE DIRECTED.

9. THE CONTRACTOR SHALL BE RESPONSIBLE TO MAINTAIN WATER
TIGHTNESS AND PROVIDE PROTECTION AT ANY/ALL OPENINGS IN
THE ROOF LEFT AT THE END OF EACH DAY.

10. PROVIDE CRICKETS FOR WATER DIVERSION AT ALL CURBS, RAILS,
ETC. WHICH RUN PERPENDICULAR TO THE SLOP OF THE
INSULATION/SLOPED STRUCTURE.

11. ALL ROOF TOP UNITS SHALL BE MOUNTED ON 16" MIN. INSULATED
METAL CURBS. PROVIDE TAPERED INSULATION CRICKETS AS
REQUIRED TO SHED WATER. WOOD BLOCKING SHALL BE
PROVIDED SO CURBS ARE 8" ABOVE FINISHED ROOF SURFACE.
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